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Akureyri, 1. september 2020
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08.06.02

Efni: Vardar pykktarmalingu og segulsvidsskonnun 4 oliugeymi nr. 2, i oliubirgdastsd
Atlantsoliu ehf., Hafnarfiroi

Umbhverfisstofnun  barust bann 19. 4gast sl. nidurst6dur pykktarmalingar og
segulsvidsskonnun 4 oliugeymi nr. 2 i bikbirgdastsd Atlantsoliu vid Lénsbraut 2, Hafnarfirdi.
Geymirinn er 3.800m>, uppréttur stalgeymir fyrir lifdiseloliu, med fastantimerid AO 0211
G002, smidadur &rid 2002. Geymirinn var sidast botnpykktarmeeldur 4rid 2011.

Préfun for fram pann 5. mai sl. og var framkveemd af NDT ehf. 4 Akureyri og notadur var
Olympus 45MG — 5 Mhz, Serial Nr. 130177407. kvardadur med 3 mm, 6 mm, 9 mm, 12
mm og 18 mm stilliklossum. Botn geymisins var pykktar- og segulsvids meaeldur (Magnetic
Flux Lekage) 4samt nedsta umfari hans. Allar golfpltur voru meldar 4 svipadan hatt, i
midri plétu og adeins einn punktur i hverri plotu. Golfskanni og nemar tengdir bunadinum
voru sannreyndir og préfadir med melingum 4 kvordunarplétum fyrir, 4 medan og ad
loknum malingum. Gélfskannanum er rennt yfir alla fleti sem hann kemst yfir. Svelgir, rér
eda ¢jafn botn var ekki haegt ad maela med skannanum og var pvi sjénskodun notud 4 pa
fleti. Einnig var farid um allan geyminn med sterkt 1j6s og leitad eftir pyttum og misfellum,
Kversuda geymis var skodud sérstaklega vel d4samt 66rum sudum innanvert i geymi.
bykktarmelir,

Geymir er { mjég godu asigkomulagi ad innanverdu. Golf og nedsta umfarid er er malad og
an teringar. Geymir litur einnig vel 1t ad utan.

Botnpykkt mzelist fullnsegjandi og sampykkir Umhverfisstofnun aframhaldandi
notkun 4 geyminum. Botnpykktarmzela skal eigi sjaldnar en 4 10 ara fresti.
Meodfylgjandi er skyrsla NDT ehf. um botnpykktarmealingar geymisins.

Virdingarfyllst
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Gudbjorg Stella Arnadottir Halla Einarsdottir
sérfreedingur teymisstjori
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SKYRSLA
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ULTRASONIC THICKNESS MEASUREMENT & MAGNETIC FLUX LEAKAGE

UTM SKYRSLA NR. 1984

MAI 2020

FASTANUMER: AO 0211 G002
MAELINGAR FRAMKVAMDAR , STADUR: HAFNARFJORPUR

EIGANDANUMER: G002
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Framkvemd mzlinga

bykktarmalingu framkvaemdi Gisli A. Gudmundsson og Andre Sands hja NDT ehf 4
Akureyri. Upplysingar varBandi adstzdur, notkun geyma o.fl. veitti Bjarki
Kristjansson hja Mannvit ehf.

Framkvemd pykktarmelinga, segulsvidskénnunar og sjénskoSunar 4 geyminum féru
fram { maf manudi 2020. Geymirinn er standandi stalgeymir og var botn hans meldur
4samt nedsta umfari.

bykktarmelingar

Vardandi stadsetningu melistada og niSurstédur pykktarmzlinga 4 geyminum er hér
visad & medfylgjandi teikningar (1 stk.). Allar gélfplotur eru meeldar 4 svipadan hatt
b.e.a.s. midast er vid ad hafa melinguna i midri plotu, adeins var tekin einn punktur {
plotu.

Segulsvidosmzlingar

Golfskanninn er kvaradur 4 6mm plotu, 8, 10, 14 og 18mm got eru borud i pltuna
bar til 3mm efnispykkt er eftir. Hugbtnadurinn er stilltur par til gotin gefa
rautt/appelsinugult merki 4 skja. Golfskannanum er rennt yfir alla fleti sem hann
kemst yfir. Svelgir, ror eda Gjafn botn geta gert golfskannanum okleift il malingar.

Sjénskodun
Farid er um allan geyminn me® sterkt 1j6s og bvi haldid rétt vid yfirbordid svo pyttir

og misfellur sjdist betur. Kverksuda geymis er skodud sérstaklega vel 4samt 63rum
sudum innanvert { geymi. b4 eru svelgir einnig skodadir mjog vel 4samt peim st6dum
bar sem gélfskanni kemst ekki.

Nidurstoour

Geymir er { mjog godu asigkomulagi ad innanverdu. GoIf er malad. Nedsta umfarid er
malad og an teeringar. Geymir litur einnig vel Gt ad utan. Sj4 teikningar og ljésmyndir.
Eigandi geymis var latin vita. Sja medf. nidurstour meelingar. Oll uppgefin mal 4
teikningum eru { mm:.

Akureyri, 12 mai 2020

Virdingarfyllst.

G. A. GUDMUNDSSON

PCN No, 307004
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STADFESTING PYKKTAR & SEGULSVIDSMALINGA

SKYRSLA NR.: 1984

DAGS. SKYRSLU: 12 maf 2020
EIGANDI GEYMIS: Atlantsolia ehf
REKSTRARADILI: Atlantsolia ehf
DAGS. FRAMKYV.: 05 mai 2020
STADUR Hafnarfjérour
HVAD MALT: Geymir 2
FASTANUMER: AO 0211 G002
EIGENDANUMER: G002
SMIDAAR: 2002
MALIBUNADUR: MFE MK IV Tank Floor Scanner. Serial No.MK4-

0016-A-TFS. Kvardadur Jini 2019

Olympus 45MG. 5 Mhz Serial nr: 130177407, skodad

og vottad pann 30.08.2016

Stilliklessar (Calibration blocks): 3mm, 6mm 9mm
12mm og 18mm.

Meof. er vottord melibunadar (Statement of
Calibration).

FRAMKYV. MALINGA: Gisli Arnar Gudmundsson & Andre Sando

SKIRTEINI (CERT): Ultrasonic Inspection — Level II (UT 3.1 & 3.2)
PCN GEN ISS 14 2017/ n.r. 67057
10/03/2017 - 10/03/2022

Hér stadfestist ad framkvaemdar hafa  verid pykktarmzelingar og
segulsvidosmzlingar ( Magnetic Flux Lekage ) 4 ofangreindum geymi, i eigu og
rekstri Atlantsoliu ehf, ad 6sk rekstraradila.

Nidurstodur maelinga eru skrdadar 4 medfylgjandi bladsiour ( teikningar ) og eru
61l mal i mm. Alls eru par skrdadar 92 nidurstoour.

bykktarmeelir, golfskanni og nemar tengdir bunadinum voru sannreyndir og
préfadir med meaelingum 4 kvorounarplétum fyrir, 4 medan og ad loknum
melingum.

Skodad/dags./af: 12/05/2020 Sampykkt/dags./af:

G. A. GUDMUNDSSON
PCN No. 307004

Mblr;i%.zrg/PCN |
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PYKKTARMALING - SEGULSVIDSSKONNUN

GEYMIR - GOLF
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NEDSTA UMFAR: MINNSTA M&L 9,5MM
SVELGUR: MINNSTA MAL 10,0MM 66 VoL
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ENGIR TAERINGARPYTTIR
EDA S¢YNILEGAR
SEGULSVIDSMALINGAR (MFL) PYNNINGAR FUNDUST 1
REKSTRARADILI: ATLANTSOLIA EHF GALFPLATUM
TILVISUN OKKAR: 1984/GAG
I MZLINGAR FRAMKV: __ 05-05-2020 . B B
ND STABUR: HAFNARFJORDUR PLOTUR A-1 TIL A-8
HLUTUR MALDUR. ___ GEYMIR NR. 2 SKANNABAR AB MESTU
FASTANUMER: AO 211 G002 EN AN KORTLAGNINGAR.

ENGIN TARING FANNST.
TEIKNING ER EKKI | MZELIKVARDA
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ENTERPRISES , T

Non Destructive Testings

L] ] . ®

MFE Scan Survey Report

SKYRSLA: MFL - 1984 — G002 - 2020

Verkkaupi: Atlantsolia ehf Dags.skodanna: 05 mai 2020
Unnid af:  Gisli A. GuSmundsson Dags.skyrslu: 12 mai 2020
Fyrirtaeki: NDT ehf Umbedio af: Bjarki Kristjansson

MFE Scan Survey Report Page 1 of 3 Date of Report: 12 Mai 2020
Project: MFL_1984_G002_2020
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INCORPORATED MANDT

Tank Overview

MFE Scan Survey Report Page 2 of 3 Date of Report: 12 Mai 2020
Project: MFL_1984_G002_2020
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Non Destructive Testings

Track Coverage Overview
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MFE Scan Survey Report Page 3 of 3 Date of Report: 12 Mai 2020
Project: MFL_1984_G002_2020
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Myndir fra geymi 2 i Hafnarfirdi

Mynd 1. Pak geymis

Mynd 2. G6lIf og hluti af nedsta umfari er malad.
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Mynd 4. Tvofoldun 4 golfi.
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nd 5. Svelgur.

Mynd 6. Geymir litur vel Gt a8 utan og mélning i gédu dsigkomulagi.
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I_Q Lloyd's

Register

CERTIFICATE OF CALIBRATION

LR REYKJAVIK

It is hereby certified that thickness measurement gauge, OLYMPUS 45 MG,

serial no. 130177407, has been calibrated, by Mr. Gudni Gudnason, using LR’s

Step wedge no. LR RJK 01, certified on 26. November 2001, by T. Kalland
Surveyor to Lloyd’s Register Aalborg.

Nominal Measured Tolerance
Value (mm) Value (mm) (mm)
499 50 +/-__ 001
10,00 10,0 +/-__ 0,00
15,00 15,0 +/-__ 0,00
19,99 20,1 +/-__ 011
Reykjavik, 30t August 2016
: f gister EMEA
Calibration made by: VKZ/K/Z/ .
_Reykjavik Office Regrster

Witnessed b;_%m(\/\ A _© L ——

—\.
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Scanner [D#
Model:
Standard Name:
Range:
Resolution:

Scan #
1 {Forward)
2 (Reverse)
3 (Forward}
4 (Reverse)
5 (Forward)
6 (Reverse}

Scan #
1 (Forward)
2 (Reverse)
3 (Forward)
4 {Reverse}
S {(Forward}
6 {Reverse}

Scan #
1{Forward)
2 {Reverse)
3 {Forward)
4 {Reverse}
S {Forward)
6 {Reverse)

Measurement Tool:
MK4-TM001

MK4-0016-A-TFS
Tank Floor Scanner
MEFE-TFSEL
0-23"
0.024"

Encoder Start Point
0.000
22.752
-0.098
22,752
-0.098
22,752

Measured Start Point
24,188
1.375
24.188
1378
24.188
1375

Distance Traveled (Encoder EP-SP})
22.752
22.850
22.850
22.850
22,850
22,850

Encoder Data Log#:
stream_data_170718122200

Verification Certificate

Encoder End Point
22.752
-0.098
22.752
-0.038
22.752
-0.098

Measured End Point
1.375
24.188
1.375
24.188
1.375
24.188

Distance Traveled (Measured EP-SP)
22.813
22,813
22813
22.813
22.813
22813

inspector Name:
William Duke

Distance Traveled {Encoder EP-SP)
22.752
22.850
22.850
22.850
22.850
22.850

Distance Traveled (Measured EP-5P)
22,813
22.813
22.813
22.813
22.813
22.813

Deviation +/-
-0.061
0.037
0.037
0.037
0.037
0.037

Date of Inspection:
July 18, 2017

N

Tolerane +/-
0.125"
0.128"
0.125"
0.125"
0.125"
0.125"

PASS/FAIL
PASS
PASS
PASS
PASS
PASS
PASS

Certificate Expires:
July 18, 2018

WILLIAM DUKE, DIRECTOR OF OPERATIONS
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12/08/17

MFE Enterprises, Inc.
. HIHm CERTIFIES THAT
Gisli Gudmundsson

HAS SUCCESSFULLY COMPLETED 40 HOURS OF TRAINING AND PASSED THE STANDARDS
. PER API 653 ANNEX G AND SNT TC-1A

Scanner Lguipment MEE Mark 1V Mapping . Critical Equipmoent Settings
Function Test Chudl:

Plate Thickness (T) aitInch
Hours of MFL Traning
Coatirg 1hickiwess (tc) A3 Inch
Final Written Test Crade

% of Dovects found
Final Result

1<.050) T _Passed

050 i = 12T Wiy Passed

W2V <« 2i51 e Passed

General Corrosion Hid % Passed

— 200

\
-~ //L

T

DYLAN DUKE, DIRECTOR OF TRAINING BILL DUKE, PRESIDENT

===
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Starfsleyfi
til bykktarmzelinga a skipum

Starfsleyfid er veitt samkvzemt heimild i Igum um Samgingustofu,
stjornsyslustofnun samgéngumala, nr. 119/2012, logum nr. 47/2003 um eftirlit med

skipum.
Nafn: Heimili: Sveitarfélag: Kt.:
NDT ehf. Sématiini 18 600 Akureyri 450111-0310
- Gisli Arnar Gudmundsson Sématini 18 600 Akureyri 251172-4639

Med starfsleyfi pessu er ofanritudum veitt heimild til ad annast bykktarmzlingar 4 skipum og
batum, skyrslugerd og innferslu i skipaskré vegna peirra.

Um framkvemd pykktarmelingar, skyrslugerdar og innferslu { skipaskra skal hafa samrad vid
starfsmenn Samgodngustofu. Fylgja skal akvedum i 16gum, reglugerdum og verklagsreglum um
bykktarmalingar, sja nr. 25.04.02.07.02 bykktarmeeling & skipum sem smidud eru vir mdlmi.

Gildi starfsleyfis er m.a. bundid pvi skilyrdi ad NDT ehf og starfsmenn fyrirtekisins sé

sampykkt af vidurkenndu flokkunarfélagi til ad framkvema bykktarmealingar 4 flokkudum
skipum. ,

Starfsleyfid gildir til: 28. febraar 2023

Fella m4 starfsleyfid ur gildi ef ekki er farid i einu og 6llu eftir settum reglum og leidbeiningum par um.

F.h. Samgingustofu
Reykjavik 25.7.2018 Geir Pér Geirsson
Stadur Dagsetning Undirskrift og stimpill
A o; N .
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Samgongustofa  Armli 2 - 108 Reykjavik - Simi: 480 6000 - Kennitala: 540513 1040 - samgongustofa@samgongustofa.is - www.samgongustofa.is
Icelandic Transport Authority Armuli 2 - 108 Reykiavik - Iceland - Tel: +354 480 6000 - icetra@icetra.is - wwwi.icetra.is



LAVENDER

INTERNATIONAL NDT TRAINING SCHOOL

UNIT 7, PENISTONE STATION, SHEFFIELD, S36 6HP, UK

«PBH:IMM _Z<mm._.0_~m _ mo_a Hm_;ﬁ:o:Mwmqmmq%m»x;ﬁ:o:wwmqmoqoqm-..:m:“ano_m@_mﬁ:am?s&.noa
Ny IN PEOPLE

FOR VERIFICATION, PLEASE CONTACT THE ABOVE

Certificate of Training

GISLI ARNAR GUDMUNDSSON
This is to certify that

NDT EHF
of

has succesfully completed a course of R&armmrmm.

TRASONIC INSPECTION — WELDS — LEVEL 2

PCN GEN ISS 14 2017

To the syllabus outlined in the document:

9-10.02.2017 8
Date: Hours:
. TUTOR: J P TREWEEK
S
B SCOTT
ADMINISTRATION ASSISTANT 67057 dated 10 MARCH 2017
For Lavender International NDT Consultancy Services Ltd. No.

This course is accredited by the British Institute of NDT )!\

QD 258 ISSUE 2 19.05.2016 TRAINING WAS CONDUCTED AT LAVENDER UK WHICH IS A BINDT APPROVED TRAINING ORGANISATION
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